3-1" 65'- 0 9/16"

/ /
/! V4
OVERHANG OVERHANG
) 35'- 6 11/16" ) 35'- 7 7/8"
® 7 7
v .9
T A
*® 3/8"/1-0" 3/8"/ 1'-0"
B —
EXISTING EXISTING
CURB WALL 4" CAST
IRON VENT
> S
o P
0
R
o ,
=%
o
o
e
W
EXISTING
EXHAUST UNIT
EXISTING
4" CAST
EXISTING IRON VENT
AIR CONDITIONER
¢S]
%\ AY
2\
TS
'7Z -
o

0y

409

A0

1 Level 2

1/8" = 1'-0"

THIS PLAN IS THE PROPERTY OF L.E.C. INC. AND ARE TO BE USED IN STRICT CONFIDENCE AND SHALL NOT BE REPRODUCED OR USED IN ANY MANNER WITHOUT THE CONSENT OF L.E.C. INC.

GETTYSBURG ELEMENTARY SCHOOL ROOF

NOTICE

L.E.C. INC. * 110 N. MAIN * P.O. BOX 53 * GETTYSBURG, SD 5744_

ELECTRICAL CONTRACTING * BEHLEN STEEL BUILDINGS * BROCK GRAIN SYSTEMS * GENERAL CONTRACTING
PH: 800.568.4324 PH: 605.765.2759 F: 605.765.2445
Project number B7220
Date 6.17.17
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